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Introduction

Cooling demand is increasing day by day not only 
for industry and domestic purposes but also for the 

agriculture sector. Mostly conventional technologies 
are used for cooling purposes. Conventional air 
conditioning systems work on a vapour compression 
cycle that involves high consumption of energy and 

emission of harmful gases (Parmar and Hindoliya, 
2011). Therefore, it is needed to use alternate 
technologies for cooling purposes using renewable 
energy resources that are environmentally friendly 
and cost-effective. Adsorption, absorption and 
desiccant cooling systems are some examples of 
alternative of conventional cooling technologies. 
If these technologies are driven with renewable 
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energy resources such as solar energy, then it will be 
a sustainable way to achieve cooling. with minimum 
effect on the environment (Mujahid et al., 2015). 

Pakistan is one of those countries who are facing 
severe energy crises and environmental issues. 
Fortunately, Pakistan is located in a region with plenty 
of sunny days (20-25 per month) and sunny hours 
(250-300 per month as shown in Figure 1. Therefore, 
there is great potential to harvest solar energy and 
effectively use for various purposes including to 
achieve or drive cooling systems. Many technologies 
can be used for space cooling using solar energy 
as an alternative to a conventional system. These 
technologies include adsorption, absorption and 
desiccant cooling. Desiccant cooling has an advantage 
over other technologies because it can be driven by 
low-grade energy source and it works at atmospheric 
pressure, therefore, it does not require a sophisticated 
system to produce a vacuum as needed in case of the 
adsorption system (Ge et al., 2014). Development of 
the desiccant system started by Shelpuk and Hooker 
(1979). Solar driven desiccant cooling system with 
rotational dehumidification wheel is a great option 
for air conditioning (Sultan et al., 2018). It allows 
maintaining continuous working cycle with a low 
temperature of 50 °C to 80° C (Niaz et al., 2018). 
The desiccant cooling system tends to lower energy 
consumption 5% for heating and 30% for conditioner 
space (Shelpuk and Hooker, 1979). 

Figure 1: Last 5 years data of sunny days and sunny hours of 
Rawalpindi, Pakistan  (Weather Atlas, 2019).

Desiccant is a hygroscopic material that works on 
the pressure difference. Moisture from air adsorbs on 
the upper surface of the desiccant material because 
of high pressure. This moisture releases back to the 
atmosphere due to the application of hot and high-
pressure air. Because of its potential advantages and 
applications desiccant cooling can be a promising 
technology in Pakistan to cope with cooing demand 

in various sectors. There are limited studies on the use 
of desiccant cooling in Pakistan (Khalid et al., 2009; 
Ali et al., 2015; Farooq et al., 2020; Kashif et al., 
2020). Mostly these studies describe simulation work 
or solar-assisted desiccant system. In this study, a 
small scale solar-driven desiccant cooling system was 
developed. The objective was to test the system for 
local conditions of Pakistan. This study will be helpful 
for promotion and adaptation of such cost-effective 
and friendly technologies in Pakistan to cope with 
the cooling demands by using abundantly available 
solar energy.

Materials and Methods 

System description and specifications 
The proposed system is configured into four subsystems 
that are solid desiccant dehumidification chamber, 
evaporative cooling, heat exchanger/regeneration 
chamber and PV panel. There are two compartments 
one is dehumidification and the other is a regeneration 
compartment. Desiccant dehumidification system 
consists of a desiccant wheel filled with 2.5 kg of 
silica gel. The desiccant wheel is placed between 
dehumidification and regenerative compartment to 
remove the adsorbed moisture. In evaporative cooling, 
water sprinkles continuously on the cooling pad 
through a water pump. In regeneration compartment, 
hot water circulates in copper pipes heat exchanger. 
PV panel is used to supply the required electricity to 
operate the blowers, fans and pumps. The details and 
specifications of different components used in the 
proposed system are given in Tables 1 and 2. 

Working principle 
Ambient air enters the desiccant system at point 1 as 
shown in Figure 2 and passes through the desiccant 
wheel. The moisture from the air is adsorbed, the 
humidity of air decreases while its temperature 
increases (point 2). After that this hot and low humid 
air is passed through the evaporative cooling system 
and gets cool (point 3). This cool air is then supplied 
to the room. In the regeneration compartment, 
ambient air enters (point 4) and passes through the 
heat exchanger and get heated (point 5). When this 
hot air passes through the desiccant wheel it removes 
moisture from desiccant material. The air is circulated 
in both compartments with the help of blower and 
fans. 
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Table 1: Specifications of the item used in the desiccant system.
Items Quantity Specifications
The dimension of the system 1 0.91 m (3 ft) × 0.6 m (2 ft) × 0.6 m (2 ft) (L×W×H)
Fan 3 Discharge = 4361 l/min (154 CFM ) (each)
Blower 2 V= 12 v, I = 1.3 A
Submersible pump 2 Discharge = 5 L/min. Max allowable head = 5m

Desiccant wheel motor 1 I = 12 V, ω = 40 rpm
Sensor 4 (Tmperature+humidity)
Silica gel 1 2.5 kg
Heat exchanger 2 copper pipes 

Table 2: Power requirement of the system.
Items Quantity Power requirement 

P(W)= Volt (V) × Current (Ampere)
Total power require 
(Watt)

Fan  3 15.6=12 ×1.3 46.8
Blower  2 15.6=12 ×1.3 31.2
Submersible pump  2 18=12 ×1.5 36
Desiccant wheel motor  1 36=12 ×3 36
Total power required 150
PV panel used 170

Figure 2: Schematic diagram of the proposed solar-powered desiccant 
wheel cooling system.

Experimental setup 
The system was installed in the room at the Faculty 
of Agricultural Engineering and Technology, PMAS 
Arid Agriculture University Rawalpindi. The room 
has a size of 3.6 m (12 ft )×3 m (10 ft) ×3 m (10 
ft) (L×W×H). Installation of the desiccant system is 
shown in Figure 3. Sensors (digital sensor measuring 
temperature and humidity at same time) were placed 
on the different locations of the system and room to 
measure temperature and humidity at the inlet of 
system, after the desiccant wheel, after the evaporative 
cooling unit and in the room to find the change in 
humidity and temperature. PV panel was installed 
on the rooftop to supply the required power for the 
system.

Figure 3: Installation of the proposed system and components.

Results and Discussion

After installing the desiccant system, data was 
recorded after 5 min interval for the whole day from 
9:30 am to 5:00 pm on a sunny day. Figure 4 shows 
the change in temperature of ambient air (red line 
with circular marker), after desiccant wheel (black 
line with cross maker), outlet from the system/inlet 
to the room (green line with square marker) and at 
the centre of the room (blue line with filled circular 
marker).

It can be noted that room temperature is lower near 
the system from where the cool air is coming while the 
temperature at the centre of the room remains near 30 
°C even in the middle of the day when the ambient 
temperature was 37 °C. The room inlet temperature 
is lowered in starting hours of the day and increases 
after that but remains lower than ambient and room 
central temperature. On average, the system reduces 
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the room temperature 4°C to 5°C lower than ambient 
temperature using only solar energy as a power source. 

Figure 4: Temperature variation during system operation.

Figure 5 shows the change in humidity at the same 
locations described for Figure 4. It can be noted 
that the humidity of the room remains higher both 
at the inlet and the centre of the room compared to 
the ambient humidity. This is because of the water 
cooling pad used after the desiccant wheel. 

Figure 5: Humidity variation during system operation.

The system performance was estimated for year-
round operation for Rawalpindi area by projecting the 
temperature that can be maintained by the proposed 
system. The system temperature was estimated by 
subtracting 4 °C from the maximum temperature as 
shown in Figure 6. Here red bars show the maximum 
temperature of the month, green bars show the 
minimum temperature and blue bars are indicating 
the temperature that can be lower by the proposed 
desiccant cooling system. It can be seen from the 
results that in summer months the temperature can 
be lowered to 20 °C to 24 °C against the ambient 
temperature of 33 °C to 39 °C, resprectively. This 
temperature range is quite suitable not only for 
domestic confort but also for controlled greenhouses 
like hydroponic for optimum plant growth. Therefore, 
the proposed system has great potential and scope 
in Pakistan that will be helpful to fulfill the cooling 
demand not only for domestic but also for agriculture 

sector in summer sessions using solar energy.

Figure 6: Yearly system estimated temperature against recorded data 
(Weather Atlas, 2019).

Conclusions and Recommendations

This research paper is about the desiccant cooling 
system a possible substitute for conventional tech-
nology. Due to climate changes issue, it is not a wise 
decision to rely on non-renewable energy resources 
that are not environment friendly and also depleting 
rapidly. We must go to sustainable technologies and 
renewable resources. The use of solar energy with new 
technologies in Pakistan is not yet adopted. In this 
research a small scale solar-driven desiccant cooling 
system for was developed. The objective was to test 
the performance for the local conditions of Pakistan. 
The prototype was tested at Rawalpindi, Pakistan on 
a sunny day. The results showed that the system can 
lower the room temperature 4-5 °C lower than am-
bient temperature using only solar energy as a power 
source. This proposed cooling system is cost-effective, 
user friendly can be used as an alternative to conven-
tional technology. This research will promote the re-
searcher and users to adopt such technologies as Pa-
kistan has great potential to harvest solar energy.

Novelty Statement

An indigenous solar based desiccant cooler is de-
veloped and tested for Pakistan climate. The results 
showed that the system can lower the room temper-
ature 4-5 °C lower than ambient temperature using 
only solar energy as a power source. 
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